JPHV-25000
HIGH VELOCITY
STORMWATER INTERCEPTOR

STORMWATER INTERCEPTOR
TYPICAL SYSTEM CONFIGURATION
(SEE NOTE 1)

SECTION VIEW

2" X 6" REDWOOD GRADE BOARDS

TOP VIEW
(COVERS & RISERS REMOVED)

JPHV-25000

<table>
<thead>
<tr>
<th>SECTIONS</th>
<th>TOTAL TANK CAPACITY</th>
<th>MAXIMUM TREATMENT FLOW (GFS)</th>
<th>RECOMMENDED TREATMENT FLOW (GFS)</th>
<th>RECOMMENDED OUTLET BOX SIZE</th>
<th>RECOMMENDED MIN. NO. OF SORBENT MATS</th>
<th>TANK ACCESS COVERS REQUIRED</th>
</tr>
</thead>
<tbody>
<tr>
<td>5x-JPHV5000</td>
<td>29,108 GAL</td>
<td>7.96</td>
<td>6.50</td>
<td>60&quot;# ROUND</td>
<td>10</td>
<td>15</td>
</tr>
</tbody>
</table>

NOTES:
1. BYPASS Structure and Junction Box shall be sized according to pipe sizes and flow. Alternative configurations available, contact Jensen Precast for more information.
2. Baffle Openings (S1 & S2) shall be sized according to flow.
3. All external piping to be supplied by Others.
4. Oil Sorbent Mats to be equipped with retaining cord and ring, secured to or under frame and cover, for hand access by Others.
5. Design Load: H-20 Traffic from 1' to 4' of Cover. For other depths, special loadings, and complete design information, contact Jensen Precast.
6. Minimum Gross Treatment Hazen's Surface Area Loading Rate (SALR) shall not be greater than six (6) gallons per minute per square foot. The SALR shall be calculated by dividing the treatment free surface area in square feet by the design flow rate in gallons per minute. No exceptions shall be allowed.

6/14/05
JPHV25000_C.dwg
© 2005 Jensen Precast